CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
COLORADO RIVER BASIN REGION

ORDER NO. 97-700

GENERAL WASTE DISCHARGE REQUIREMENTS
FOR
DISCHARGE OF RECYCLED WATER
FOR GOLF COURSE AND LANDSCAPE IRRIGATION

The California Regiona! Water Quality Control Board, Colorado River Basin Region, finds that:

1.

Section 13260 (a) of the California Water Code requires that any person discharging waste or
proposing to discharge waste within any region, other than to a community sewer system, that
could affect the quality of waters of the state, shall file a report of waste discharge (ROWD).

Section 13512 of the California Water Code states, it is the intention of the Legislature that the
state undertake all possible steps t0 encourage development of recycled water facilities, so
recycled water may be made available to meet the growing water requirements of the state.

This Order serve as a region-wide General Permit for discharge of tertiary treated municipal
wastewater (hereinafter recycled water) for use in golf course and landscape irrigation.
Adoption of this General Permit will streamline the permitting process and should encourage
recycled water usage.

Each discharger of recycled water covered by this General Order shall submit an annual fee, and
an application fee equal to the first annual fee, pursuant to Section 13260, California Water
Code. The amount of the fee is currently determined by the type of Order issued the threat to
water quality and the complexity of the discharge as detailed in Section 2200, Chapter 9,
Division 3, Title 23, California Code of Regulations. Recycled water use projects would generally
be rated as Non-Chapter 15 waste discharge requirements with a “1lI” threat to water quality,
and a "C" complexity rating. Individual ratings may differ, based on the characteristics of the
project.

To obtain coverage under this General Order, a complete Notice of intent {NOI (Attachment "A"
incorporated herein and made a part of this Order) must be submitted with an appropriate fee.
Users who submit a duly filled NO! , an appropriate filing fee, and meet the requirements of this
permit, will be conditionalty authorized to use tertiary reclaimed water for landscaping and golf
course irrigation. A separate NOI must be filed for each facility.

The Regional Board may at its discretion issue individual waste discharge requirements, or
prohibit discharge of recycied water when such actions are deemed appropriate. Upon issuance
of individual waste discharge requirements or prohibition orders, discharge of recycled water
under this General Order is not applicable.

This General Order is not applicable to producers {or producers/dischargers) of secondary or
tertiary recycled water, who are currently required to obtain individual waste discharge
requirements for discharge of recycled water. This General Order does not apply to persons
engaged solely in distribution of recycled water.



10.

11.

12.

13.

14.

On February 20, 1996, a Memorandum of Agreement (MOA) was executed between the
Califorria Department of Health Services (DHS) and the State Water Resources Control Board
(SWRCB), on behalf of the SWRCB and the nine California Regional Water Quality Control Boards
(RWQCBs). The DHS is the primary agency responsible for protection of public heaith and the
regulation of drinking water. The SWRCB and RWQCBs are primary state agencies authorized
with the protection of water quality and the assignment of water nghts in the state. The MOA
is intended to assure that the authonty of these agencies is exercised in a coordinated manner.

For the protection of public heaith, the DHS has promuigated regulations related to usage of
recycled water. These regulations are outlined in Section 60301, Chapter 2, Division 4, Title 22;
and Group 4, Chapter 5, Division 1, Title 17; California Code of Regulations, et. seq. (hereinafter
DHS regulations).

The Regional Board considers the DHS, or their duly appointed agent, to be responsible for
determining compliance with the DHS regulations, including, but not limited to, requirements
listed under the "Health-Based Provisions” of this General Order.

Only facilities which fall in the following categories are eligible to discharge recycled water under
this General Board Order:

a. Inaccordance with Section 15301, Chapter 3, Title 14 of the California Code of Regulations,
the issuance of these waste discharge requirements, which govern the operation of an
existing facility involving negligible or no expansion of use beyond that previously existing,
is exempt from the provisions of the California Environmental Quality Act {Public Resources
Code, Section 21000 et.seq.).

b. A Negative Declaration or another environmental document, satisfying the requirements of
the California Environmental Quality Act (CEQA), and assessing the cumulative impacts of
General Permit Board Order No. 87-700, has been approved for the proposed project.

The Water Quality Control Pian for the Colorado River Basin Region of California (Basin Plan) was
adopted on November 17, 1993 and designates the beneficial uses of ground and surface waters
in this Region.

The beneficial uses of ground waters in the Colorado River Basin Region are:

a. Agricultural Supply (AGR)
b. Industrial Supply (IND)
c. Municipal Supp!y {MUN)

Beneficial uses of groundwater in individual hydrologic units are listed in the Basin Plan.
Beneficial uses of surface waters in the Colorado River Basin Region are:

Agricultural Supply (AGR)

Aquacuiture (AQUA)

Fresh Water Replenishment (FRSH)

Ground Water Recharge (GWR)

Industrial Service Supply (IND)

Municipal Supply (MUN)

Hydropower Generation (POW)

Preservation of Rare, Endangered or Threatened Species (RARE)
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15.

16.

1. Water Contact Recreation (REC 1)
Water Contact Recreation (REC i)
k. Warm Water Habitat (WARM)

I, Wildhfe Habitat (WILD)

Benefic:al uses of individual surface waters are listed in the Basin Plan.

The Board has notified the user and all known interested agencies and persons of its intent to
prescribe waste discharge requirements for said discharge and has provided them with an
opportunity for a public meeting and an opportunity 1o submit comments.

The Board in 3 public meeting heard and considered all comments pertaining to this discharge.

IT IS HEREBY ORDERED, that in order to meet the provisions contained in Division 7 of the California Water

Code and regulations adopted thereunder, the user shalt comply with the following

A. Prohibitions

1.

The intentional discharge of recycled water to land not owned or controlied by the discharger
1S prohibited.

There shall be no application of recycled water within 50 feet, and storage of recycled water
within 100 feet of a domestic well, unless approved otherwise by the DHS .

The use of recycled water shall not cause the degradation of ground water used for domestic
purposes or cause any change in water quality parameters which would make the water
unsuitable for beneficial uses as described in the Basin Plan or the Safe Drinking Water and Toxic
Enforcement Act.

8. Specifications

1.

Use of recycled water shall not cause poliution or nuisance as defined in Section 13050 of
Division 7 of the California Water Code.

Only tertiary treated wastewater as defined by Section 60313(b), Article 4, Chapter 3, Division
4, Title 22 of the California Ccde of Regulations shall be accepted and used by the facility as
recycled water.

There shall be no direct or indirect discharge of recycled water into any on-site domestic or
irrigation supply wells, as a result of recycied wastewater storage or discharge.

Recycled water for discharge shall be procured under a written agreement between the
discharger and producer of the water. A copy of this agreement shall be furnished to the
Regional Board and DHS within 90 days of obtaining this permit.

The discharger shall not discharge recycled water in excess of the design capazcity of the system.
In case of an emergency, the Regional Board shall be duly notified and authority for any such
discharge shall be obtained in writing from the Regional Board's Executive Officer.

s



C.

Provisions

The discharger shail comply with "Monitoring and Reporting Program No. 97-700", and future
revisions thereto, as specified by the Regional Board's Execut:ve Officer.

The discharger 1s the responsible party for compliance with these waste discharge requirements,
and the monitoring and reporting program for the facility. The discharger shall comply with all
conditions of these waste discharge requirements. Violations may result in enforcement actions,
including Regional Board Orders or court orders, requiring corrective action or imposing civil
monetary liability, or in modification or revocation of these waste discharge requirements by the
Regional Board.

The discharger shall designate an on-site supervisor responsible for operation of the recycled
water system. The supervisor shall be responsible for the instailation, operation and maintenance
of the irrigation system, implementation of this General Order, prevention of potential hazards,
maintenance of the distribution system plans in "as-buiit” form, and for the distribution of the
recycled water in accordance with this General Order. The name of the on-site supervisor shall
be furnished in writing to the Regional Board at least 30 days prior to commencement of
discharge of recycled water.

The discharger shall report any spill incident which endangers human heaith or the environment
to the Califormnia Office of Emergency Services at 1-800-852-7550 and the Regional Water
Quality Control Board at 760-346-7491. During non-business hours, the discharger shall leave
a message on the Regional Board’s message machine which is available at the above listed
number. Incident information shall be provided orally as soon as possible and within 24 hours
from the time the discharger becomes aware of the incident. A written submission shall also be
provided to the Regional Board within five business days of the time the discharger becomes
aware of the circumstances.

The written submission shall contain:
a. A description of the noncompliance and its cause;

b. The period of noncompliance including exact dates and times and if the noncompliance has
not been corrected, the expected time it is expected to continue; and

Cc. Steps taken or planned to reduce, eliminate and prevent recurrence of noncompliance.

The discharger shall ensure that all site operating personnel are familiar with the content of this
General Order, and shall maintain a copy of this General Order at the site. Personnel must be
informed that recycled water is meant for irrigation and landscaping purposes only, and is not
approved for drinking, hand washing, etc. Personnel must also be informed of the locations
of domestic and recycled lines to ensure that the potable and recycled systems are not
interconnected. —
The discharger shall assure that notification of discharge of recycled water is provided to people
who reside adjacent to irrigation reuse areas and to golf course patrons. The content of the
notice and method of notification shall be approved by the Regional Board’s Executive Officer
and DHS. The public shall be notified at least 30 days prior to commencement of golf course
irrigation or landscaping with recycled water. Existing dischargers, whose individual waste
discharge requirements are replaced with this General Order are exempt from this provision,.
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11.

12.
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14.

The discharger shall at all times properly operate and maintain all facilities and systems of
treatment and control (and related appurtenances). which are installed or used by the user {0
achieve comphiance with conditions of this General Order.

The discharger shall comply with all of the conditions of this Board Order. Noncompliance with
this General Order s considered to be a vioiation of the Porter-Cologne Water Quality Control Act
and may involve violation of Reclamation Criteria promulgated by OHS in Title 22, Cahfornia Code
of Regulations and is cons:dered grounds for enforcement action,

The discharger shall allow the Regional Board, the DHS, or an authorized representative, upon
presentation of credentials and other documents as may be required by law, to:

a. Enter upon the premises regulated by this Generai Order, or the place where records must
be kept under the conditions of this Genera! Order;

b. Have access to and copy, at reasonable times, any records that shall be kept under the
conditions of this General Order;

c. Inspect at reasonable times any facilities, equipment (including monitoring and control
equipment), practices, or operations regulated or required under this General Order: and

d. Sample or monitor at reasonable times, and while escorted by the dischargers’ representative
for the purpose of assuring compliance with this Board Order or as otherwise authorized by
the California Water Code any substances or parameters at this location.

Prior to any modifications in this facility which would result in material change in the quality or
quantity of recycled water discharged, or any material change in the location of discharge, the
user shall report all pertinent information in writing to the Regional Board and DHS and obtain
revised requirements before any modifications are impiemented.

Prior to any change in ownership or management of this operation, the user shall transmit a copy
of this General Order to the succeeding owner'operator, and forward a copy of the transmittal
letter to the Regional Board. The new owner’operator must file a NOI with the Regional Board.

This General Order does not authorize violation of any federal, state, or local laws or regulations.

The user shall furnish, under penalty of perjury, technical monitoring program reports, and such
reports shall be submitted in accordance with the specifications prepared by the Regional Board's
Executive Officer. ‘Such specifications are subject to periodic revisions as may be warranted.

The user shall retain records of all monitoring information including all calibration and
maintenance records, copies of all reports required by this General Order, and records of all data
used to complete the application for this General Order. Records shall be maintained for a
minimum of three years from the date of the sample, measurement, or report. This period may
be extended during the course of any unresolved litigation regarding this discharge or when
requested by the Regional Board’s Executive Officer.



D. Health Based Provisions

1. There shall be no-cross connection between potable water supply and piping containing recycled
water. Supplementing recycled water with water used for domestic supply shall not be allowed
except with an air-gap separaton. An air-gap or reduced pressure principle device shall be
provided at all domestic water service connections to recycied water use areas.

2. The discharger shall provide documentation 10 ensure that there i1s no interconnection between
the potable and recycled water systems. Dischargers with both potable and irrigation water
delivered to the site shall ensure that a cross-connection test is completed prior to delivery of
recycled water 1o the site. A cross-connection control test, mutually agreeable to the permittee
and DHS shall be conducted at least once every four vears. Existing users shall conduct a
cross-connection test within a time frame acceptable to DHS. The tests shall be conducted by
an American Waterworks Association (AWWA) certified cross-connection control program
spectalist or equivalent. Prior to conducting the test the user shall notify the DHS and County
Department of Health Services. Results of the cross-connection test shall be submitted to the
Regional Board, DHS and County Department of Heaith Services within 30 days of completion.

3. The user shall submit the "as buiit” plans and specifications showing the domestic and irrigation
systems; the location of all potable and recycled water connections; and locations of ali on-site
and nearby wells to DHS. These plans shall be submitted within a time frame acceptable to
DHS. Within 30 days of the issuance of this permit, existing facilities without "as built” plans
shall contact DHS for guidance.

4. Adequate measures shall be taken to minimize public contact with recycled water. Clearly
visible, adequately sized warning signs shall be posted in sufficient numbers around the
application and storage areas. The size and number of warning signs shall be mutually
determined by the discharger and DHS.

5. Prior to construction of new facilities planning to discharge recycled water, the discharger shall
submit the design drawings to the DHS, field operations branch, for approval. The discharger
shall, at a maximum, allow the State Department of Health Services a 30-day comment period
for completed designs submitted. If comments are not received by the discharger from the State
Department of Heath Services within that 30-day period, then no response will be deemed as "no
comment” and the discharger will be able to begin construction.

6. Golf course pump houses utilizing recycled water shall be appropriately tagged with warning
signs with proper wording of sufficient size to warn the pubiic that recycled water is not safe for
drinking. All new and replacement at grade valve boxes shall be purple or appropriately tagged
for water reuse purposes.

7. The use of recycled water shall be in conformance with the reclamation criteria contained in Title
22 of the Cailifornia Code of Regulations, or amendments thereto.

8. Recycled water shall not be applied in 3 manner or at a location where it could come in cor?t_act
with drinking water fountains, food handling, food storage or dining areas.

9. There shall be at least a 4-foot horizontal and 1-foot vertical separation (with domestic water
above the recycled water pipeline) between all newly installed constant pressure pipelines
transporting domestic water and those transporting recycled water. All newly installed recycled
water distribution lines shall be colored purple or labeled with purple tape. Existing pipelines are
exciuded from this requirement.



10. Irngated areas shall be properly managed to minimize ponding.

11. Recycled water shall not be used as domesuc supply water or intentionally used as animal
water supply.

I. Philip A Gruenberg, Executive Officer. do hereby cerufy the foregoing s a tull,
an Order adopted by the California Regional Water Quality Control Board, Colorad
June 25, 1897.

true and correct copy of
o River Basin Regron, on

Bl A8 el

E{ecutwe Officer J




CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
COLORADO RIVER BASIN REGION

MONITORING AND REPORTING PROGRAM NO 97-700
FOR
GENERAL WASTE DISCHARGE REQUIREMENTS FOR
DISCHARGE OF RECYCLED WATER
FOR GOLF COURSE AND LANDSCAPE IRRIGATION

Location ot Discharge:  Colorado River Basin Region (Region 7).

REPORTING

1 Report immed:ately any failure which endangers human heaith or the environment 1o the
Caiiforma Office of Emerqency Services at 1-800-852-7550 and the Regional Water Quality
Control Board at 760-346-7491. During non-business hours, the discharger shail leave a
message on the Regional Board’'s message machine which is avalable at the above listed
number. A written submission shail be provided to the Regional Board within five business days
of the discharger becoming aware of the circumstances.

2. A duly authorized representative of the discharger may sign the documents if:
a. The authorization is made in writing by the person described above:

b. The authorization specified an individual or person having responsibility for the overall
operation of the requlated disposal system; and

c. The written authorization is submitted to the Regional Board's Executive Officer.
3. Each monitoring report shall contain the following statement:

"1 declare under the penalty of law that | have personaily examined and am familiar with the
information submitted in this document, and that based on my inquiry of those individuals
immediately responsibie for obtaining the information, | believe that the information is true,
accurate, and complete. | am aware that there are significant penalties for submitting false
information, including the possibility of a fine and imprisonment for knowing violations.”

Ordered by?
Executive Officer

June 25, 1997

Date
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INSTRUCTIONS
FOR COMPLETING THE NOTICE OF INTENT (NOI)

These instruclions are inlended o help you, the discharger, complele the NO! fom for General Wasle
Dvscharge Requirements for use of Recycled Water on golf courses and in andscaping.
Al the lop of the form, please indicale f this s a first time coverage under this General Permi a regulaled

facility, of change of informabon for a facifity already covered under this General PermiVGeneral WOR. If this
& a regulated facility’, please supply the eleven digit WDID number for the tacility.

Sectlon ! - Owner/Operatoe

Section A

1. Name - The name (first and last) of the owner/operalor of the faciity. If the owner/operator is a
company, corporation, elc, then put the name of the company, corporation, el¢., in this space
Please print clearty. )

2 Mailing Address - The sueel numbes and street name where mal and comespondence should be
sent (P.O. Box Is acceplabie)

3 City, State, and ZIp Code - The cily, state, and zip code that apply to the mailing address given.

4. Telephone - Daytime telephone number of the owner/operator .
Section B.
1. Contact Person - Please kst the name (first and las!) of the contact person for the owner/operator

(agency, corporation, privale business, elc.) fisted above.

2 Please check the boxes 1o the right of “‘Contact Person’ 1o indicate whether the name given in
seclion *A.* Is the owner, operalor, or both the owner and the operator.

3 Additlonal Owners - Please check the box If there is more than one owner/operator. Provide the
additional information In 2 supplementary letter addressed 1o the Colorado River Basin Reglonal
Waler Quafty Control Board as part of this NOL.

Section H - Facllity Information

1. Name of Facility - The name of the facility that & req P
B < uesing coverage under this General

2. Mailing Address of Facilty - The street number and steet name where the facilty is located.
(P.O. Box is pof acceptable).

City, State, and Zip Code - The city, stale, and zip code that apply to the facility address given. '

Telephone - The telephone number of the facility.
Section Il - Billing Address



Send To: - Please check the appropaate box. If bifling should be sent to the property owner, piease enicr
the information o the ight only if # is diferent from the informaton given above. If the bifing should
be senl 1o somewhere of somcone else, please check the box Lied ‘OTHER® and il in the
information on the nght

2. Name - The name (first and as!) of the person who will be responsibie for the billing.

3 Maillng Address - The steel number and steetl name where the billing should be sent
(P.O. Box is acceplable)

4 City, State, and Zlp Code - The cily, state, and 2ip code that apply to the maifing address given.

Sectlon [V - Verification
Please fill in whether of not 3 venfcation has been made to determine ff the discharger(s) are in compliance

wilh prohibitions of orders of the Colorado River Basin Regional Water Quafity Control Board. Check the
space marked "Yes’ of *No”.

Sectlon V - Description of Discharge
Provide requested informabon.

Sectlon V1 - Certification

1. Printed Namae - Please letler your name legibly. This section should be filed out by the person
responsible according to Section LA of Attachment A

2. Slgnature and Date - Signature of name prinled above, and the dale signed.

k) Title - The professional tite of the person signing the NOI.

Section VI - Other Information Requlred

Provide requested information.
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Have you conlacled the RWQCB of otherwise venfied thal the proposed discharge will
orders of the RWQCB? YES NO rge will not viokte prohiddions or

V. DESCRIPTION OF DISCHARGE

Describe the proposed discharge(s)

Provide the Following Information:

Volume of Discharge (gaflons). Maximum. Average:
Minimum:

Distance 1o Nearest Water Wel:

VL. CERTIFICATION

*I certfy under penalty of law thal this document and al attachments were prepared 50N

supervision in accordance with a system designed lo assure that qualified personn‘:! peaopewugg:ern;ynd‘:m:ateﬁ

information submitied. Based on my inquiry of the person of persons who manage the system, or those persons

directly responsible for gathering the information, the informabon submdtied is to the best of my knowledge and bedef

m acwu{:!e. and cor:'p:‘t: { am aware that there are significant penafies for submiing false Information,
ing the possility and imprisonment® In addition, | certify hat the provision

criteria for ebgibility, will be complied with o provisions of the permi, inclufing he

Printed Name:

Signature: Date:

Title:

V. OTHER INFORMATION REQUIRED

8 %° x 11° maps up 0 a scale of 1:24000 are suggested unless the facifity and disposa
a scale 1o be practical, in which case of up to 1:144000 may be used. lfz scale of 1:1::683:;?«:1” por such
map larger than 8 %° x 11° may be used. practical, a






